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Mathab

Newton-Raphson Method

Abstract:-  
This research aims to design and implement a computer program to analyze the load 

flow using the Mathab. This program is used to calculate the value of the load and the 

direction of flow in the system by calculating the final values of the bus bar voltages 

using (Newton-Raphson Method) and then of fuzzy logic to analyze the load flow in 

the electrical power system to detect and distinguish the uncertain inaccurate values, 

and confirmed in normal values 
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 ( أنواع قضبان التوصيل العمومية1شكل رقم)

 

 ( بيانات قضبان التوصيل العمومية1جدول رقم )

Unknown Quantity  Known Quantity Bus-Bar Type       No. 

P,Q                 , V       Slack            1   

, Q            P,V           Voltage controlled   2   

, V            P,Q                        Load 3   
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 ( نظم القدرة الكهربائية المعدة للتحليل2شكل رقم )
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  رافسن –( المخطط الأنسيابي لطريقة نيوتن 3شكل رقم )                

 نيوتن طريقة- رافسن
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 ة الفولتية مع عدد التكرارات في منظومة القدرة (: تغير قيم4شكل رقم )                 

 

 



































21.1175.37500.32500.10000.000000.05000.75000.2000.0000.0

00.000.0695.3891667.12000.30000.10000.566667.1000.0000.0

00.000.0000.30000.10695.3891667.12000.566667.1750.3250.1

50.750.2000.566667.1000.566667.1415.3283334.1000.1500.5

00.000.000000.000000.07500.32500.10000.15000.5695.1825.6
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 بيانات الشبكة الكهربائية اللازمة لتحليل تدفق الحمل (1جدول رقم)

Bus    

Type  

Assumed  

Voltage  

Vp(p.u) 

Reactive 

Power  
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PQ    1.00  0  0.10    0.20    0.30     0.40     2   

  PQ    1.000  0.15    0.45    0.00     0.00     3   

  PQ    1.00   0  0.05    0.40    0.00     0.00     4   

PQ    1.00  0  0.10    0.60    0.00     0.00     5   

 
 

 رافسن -فولتية القضبان العمومية لكل تكرار بأستخدام طريقة نيوتن  (6جدول رقم)  

Bus – Bar Voltages                                           

Iter. 

Cou. 
Bus – Bar 5  Bus – Bar 4  Bus – Bar 3  Bus – Bar 2 


0

 p.u V 
0

 p.u V  
0

 p.u V  
0

 Vp.u 

0.00000 1.00000 0.00000 1.00000 0.00000 1.00000 0.00000 1.00000 0   

-6.27679 1.03274 -5.40269 1.03598 -5.05703 1.03582 -2.76260 1.05664 1   

-6.15410 1.01817 -5.33308 1.02375 -5.03434 1.02435 -2.81072 1.04777 2   
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MaxMinMaxMinMaxMinMaxMin

300.4620 

.48

0.420.43 0. 0.375-10PG

500.280.30.210.220.080.1-5PQ
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 (يمثل الشكل التوضيحي لحساب قيمة الفولتية  وزواية الفولتية8شكل رقم )
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